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NFRC Ballot Comments
Technical Committee – SHGC Subcommittee 

	Company Name, Rep Initials
	AC/NEG
	Section and/or Page #
	Comment/Alternate Language
	Resolution

	Jeld-Wen / S.S.
	NEG
	
	Reference to total product SHGC and VT need to be removed without knowing the base product
	

	WESTLab / J.B.
	NEG
	 
	This ballot is incomplete where is Table 5.1 or do I calculate the SHGCc.  This language needs to go back to Task Group.
	 

	 Cardinal / J.L.
	NEG
	 
	No sizes are given for fixed and window wall.   Recommend to drop 2 sizes and use reference consistent with IECC defaults.

How can I intelligently review a Word document that says "Error! No text of specified style in document"
	 

	Sunergy / W.D.
	AC
	 
	What are the ramifications of reducing the tolerances for all of the SHGCc criteria from +/-0.02 to +/-0.01 in Section 5.7.4.1?  If practical these tolerances should be reduced.
	 

	 Andersen Corp. / S.J.
	AC
	 
	Changes to significant digit calculation requirements (from 3 to 6) to match current CPD 2.0 database requirements should apply to all product- not just to products with applied films.  Does this need to be changed elsewhere in the body of the document?
	 


Legend:


AC – Approve with Comment


NEG –Negative response with Comments









