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NFRC 700 – PCP: Applied Films



NFRC Ballot Comments
Ratings Committee – Certification Subcommittee
	Company Name, Rep Initials
	AC/NEG
	Section and/or Page #
	Comment/Alternate Language
	Resolution

	QTI / R.V.
	NEG
	
	Need to differentiate pages 2 & 3 as to what each is for (Editorial)
	

	QTI / R.V.
	NEG
	6.4.2.D
	 Section 6.4.2.D, The term "shall include whole product ratings" is misleading.  I recommend that the words "as applied to a reference window" be added.
	 

	QTI / R.V.
	NEG
	 
	 Figure B Label; Under TYPE, the terms Residential and Non-Residential are not consistent with our documents.  This should be changed to whatever the base case windows are.
	 

	 Andersen Corp. / S.J.
	NEG
	 
	Applied films should only be rated over worst-case reference windows; and be consistent in type and performance values as those in the IECC window default table.
	 

	Marvin / J.K.
	NEG
	 
	Many fenestration products subject to having films applied will have less that 12.7 mm air gaps. Recommend that it be replaced with 7mm or at a   minimum the 7 mm be added as an option.
	 

	 WESTLab / J.B.
	NEG
	 
	The total product U-factor calculation cannot be done as referenced in NFRC 100 and must be returned to the Task Group for more work.
	 

	 Cardinal / J.L.
	NEG
	 
	Technical procedure is wrong
	 

	Jeld-Wen / S.S.
	NEG
	4.3.4.3
	Delete U-Factor unless for whole product.
	 

	Jeld-Wen / S.S.
	NEG
	6.4.2.A
	Temporary labels shall be applied…
	 

	Jeld-Wen / S.S.
	NEG
	6.4.2.D
	How will you know whole product rating without knowing the base product?
	 

	Jeld-Wen / S.S.
	NEG
	 
	 Figure B-4 Remove U-Factor from label
	 

	 Hunter Douglas / M.C.
	AC
	 
	Our comment here is provide some notice that the terminology for the interior attachments temporary label may need revision once the new Task Group for labeling Fenestration Attachment Product becomes active.
	 

	 Pella Corp. / J.H.
	AC
	 
	The second reference to NFRC 100 in Section 4.3.4.3 needs to be stricken.
	 

	 Sunergy / W.D.
	AC
	 
	1) Although pleased that U-Factor is being added to the Applied Films Label, I hope that this group will consider changing their Base Case Windows to be the same as the Interior and Exterior Attachment Base Case Windows when that system is adopted.

2) Still believe that the Base Case Product results (without Film) be included on the label.  At a minimum, include on the label an address or web site where the base case windows and explanation are presented.
	 

	 Alliance / N. P.
	AC
	 
	The attached documents showing the impact of different film types use different U-factors for the windows without film than the ones shown in Table 6.2 in the NFRC 100-2004 Applied Films Summer 2009 ballot.
	 


Legend:


AC – Approve with Comment


NEG –Negative response with Comments









